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MARKER POST. 4"
SCH40 STEEL PIPE
6’ LONG FILLED
WITH CONCRETE
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* ! STANDARD 24" HEAVY DUTY
UNPAVED | PAVED NON-ROCKING SANITARY MANHOLE
COVER & RING, (P-1090 OR
| EQUAL) . WHERE SPECIFIED,

PRESSURE TYPE MANHOLE FRAME
| & COVER, (P-1002 OR EQUAL).

REMOVABLE THREADED
CAP PVC SDR26

(12" DEEP, 12" WIDE)
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NOTES:

1. REFER TO STANDARD DETAIL NO.1 FOR TRENCH SECTIONS
2. RISER & 1/8 BEND TO BE SAME SIZE AS EXISTING MAIN. PVC SDR26, OR

APPROVED EQUAL. PRIOR WRITTEN APPROVAL BY DISTRICT ENGINEER REQUIRED
FOR ALL SUBSTITUTIONS OF MATERIALS OR CONF |GURAT ION.

3. 3" ADJUSTING RINGS. MAXIMUM 2, UNLESS OTHERWISE DIRECTED BY DISTRICT
ENGINEER.
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